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CATEGORY: Misc. Device/Control Unit Accessories
LISTEE: Edwards Signaling, 8985 Towne Center Parkway, Badenton, FL 34202

Contact: Jewell Micochero (941) 739-4358 FAX (941) 308-8123

DESIGN: Models "Genesis" (EST) EG1M and EG1M-RM sync modules. Unit is an electronic circuit
mounted on a printed wiring board and enclosed in a plastic case. Units are intended for
use with listee's Model (EST)EG1 series strobe light (CSFM Listing No. 7125-1501:120),
Models EG1-H, EG1-P, EG1-HO horns (CSFM Listing No. 7125-1501:121) * Models EG1-
HV and *EG1-HOV series horn strobes.

*Model G1M-RM sync module is intended for use with the following Models:

Models (EST) 757-xx-CS, (Mirtone) INT-xAC, and (Edwards) 2457CS-xx series chime
strobes (CSFM Listing No. 7125-1591:178).

Models (EST) 757-xx-SS25 and -SS70 series speaker strobes and (Mirtone) INT-5AS
speaker strobe (CSFM Listing No. 7125-1591:180).

Models (EST) 757-xx-RS25 and —RS70 series speaker strobes, (Mirtone) Models INT-7AR
speaker strobe, and (Edwards) Models 2471-25-xx, -70-xx series speaker strobes (CSFM
Listing No. 7125-1591:181).

Models (EST) 202, 405, 757, Models (Mirtone) MS, 4MS and Models (Edwards) 2440, 2441
strobe lights (CSFM Listing No. 7125-1591:184).

Models (EST) 403, 404 series, Models (Edwards) 2453BSA-xx series and Models (Mirtone)
BS-x series adapter plate strobe lights (CSFM Listing No. 7125-1591:185).

Models (EST) 757-xx-MT, -MTW, -T, -TW, Models (Mirtone) INT-xx-MT, -MTW, -T or —TW
series horn strobes (CSFM Listing No. 7125-1591:189).

Models (EST) G4x-SxVM series speaker strobes (CSFM Listing No. 7320-1591:211).

Refer to listee's data sheet for additional detailed product description and operational
considerations.

INSTALLATION: In accordance with listee's printed installation instructions, applicable codes & ordinances
and in a manner acceptable to the authority having jurisdiction.

MARKING: Listee's name, model number, electrical/candela rating and UL label.

APPROVAL: Listed as sync module for use with separately listed compatible fire alarm control units.
For indoor use only.

FORMERLY: 7300-1388:230

XL: 7300-1591:201

*Rev. 09-29-2005 jw

This listing is based upon technical data submitted by the applicant. CSFM Fire Engineering staff has reviewed the test results
and/or other data but does not make an independent verification of any claims. This listing is not an endorsement or
recommendation of the item listed. This listing should not be used to verify correct operational requirements or installation
criteria. Refer to listee’s data sheet, installation instructions and/or other suitable information sources.

Date Issued: JUNE 29, 2008 Listing Expires June 30, 2009

Authorized By: BEN HO, Chief
Fire Engineering Division
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